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N The purpose of this letter 1s to provide written nouficanon to you of an exceedence of a
S3aNEv. 1 T daily maximum effiuent limitanon, per Part ILLA 2 of the Rocky Flats Nanonal Pollutant
e ! Discharge Eliminanon System (NPDES) permut, Number CO0001333 The exceeaence 1n
GO quesnon was for total residual chlonne (TRC) at Termnal Pond B-3, 1n a measurement
TP GL taken on Apnl 25,1991 The TRC hrmtanon for Pond B-5 (established as a condinon of
sl the recendy signed NPDES Federal Faciity Comphance Agreement [FFCA]) 1s 0 5
-hSON ER mulligrams per liter (mg/l) The value noted 1n Pond B-5 on April 25 was 0 71 mg/l Pond
T B-5 was not being discharged directly at the ume, but was being tansferred to Termuinal
__AMS RE Pond A-4 for wreatment and subsequent discharge to North Walnut Creek Per your
SO J M gudance to us, samples are being taken in Pond B-5 prior to the transfer to Pond A-4
e £ = according to the schedule set up n the FFCA even though arrect discharge 1s not taking
place from Pond B-5 This exceedence was reporied to you verbally by John Rampe of my
mom S X saaff on May 1, 1991, immediately upon our learning of 1ts occurrence
' We believe that the value 1n quesaon 1s 1n error, ether as the result of a faulty insorument
reaqung or as the result of an error 1n recording the reading by the field sample~ We have
reviewed the TRC data taken from sites immediatelv upsoeam of Pond B-5 (1¢, Pond B-3
and the sewage treamment plant outfall) and for Pond B-5 uself from Apnl 23 through April
27 TRC values ranged 1n these instances from zero to 0 13 mg/l, all of which were well
L below the effluent limutanon. There appears to have been no source of TRC 1n waters
upstream, and no corresponaing value 1n Pond B-5, leading us 1o the conclusion that the
value of 0 71 mg/l TRC 1n Pond B-5 on Aprul 25 was an error As such, we are taking no
direct correcuve actions, although we are 1 the process of formally ensuring that our field
12578 SANTROY |7 [ samplers are aware of NPDES permut hmutanons at all sarphng sttes, that anomalous
=22 values such as the one reported herein are confirmed (parucularly 1n situatnons where no

sample 1s collected and re-runs are impossible) and that venified exceedences are reported 0
us 1n 2 more nmely manner Please let us know 1if you believe other corrective actions may
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MAY 0 9 1991

(S

Mr Robert Shankland
If you have any questions or would hike more information concerning this incident, please
call me or Tom Lukow of my staff at 966-4561

Sincerely,

Dol Lot
avid P Simonson

Assistant Manager
for Environemental Management

cc

T Lukow, DOE/RFO
J Rampe, DOE/RFO
J Kersh, EG&G/RF




